





VICINITY MAP

NOTES:

—CREW TO INSTALL TRANSFORMER TO BREAK UP LOAD

SN:
RM: 1- FE CO OPEN 100A 4KV 1-EA

IN: 1— TR OH 50KVA 2.4KV 120/240 1P
SN:
IN: 1= FE CO OPEN 100A 4KV 1-EA

IN: 1- SEC 2 SEC SECTIONALIZING LINK 6-4/0

EXISTING 4405081

IN: 1- TR OH 50KVA 2.4KV 120/240 1P
SN:
IN: 1- FE CO OPEN 100A 4KV 1-EA

DATA:

4405081E

SIZE

kVA| CUST| ZLOAD

EXIST:

NA

NA NA 88

PROP:

50

44.3| 14 88

VD=

NA

FLICKER=NA

PROJECT REQUIREMENTS

EDISON EASEMENT REQUIRED
PWRD 88 REQUIRED
PERMIT REQUIRED

PERMIT TYPE: ENCROACHMENT

OUTAGE REQUIRED

TRAFFIC CONTROL REQUIRED
PED. TRAFFIC CONTROL REQ'D
CONVEYANCE LETTER REQ'D

[N]

60’ Class 2

—INSTALL SECTIONALIZERS ON WEST SIDE OF POLE 805112E

DTAL_FAA. 8051 l 2E —CREW TO REPLACE OVER LOADED TRANSFORMER
" | SIZE | kVA| CUST| Z%LOAD
EXIST:| 37.4 70.8] 30 | 1838 EXISTING 805112EO
PROP:| S0 | 31.9| 16 63.8 60’ Class 2 1
VD= NA FLICKER= NA RM: 1- TR OH 37KVA 4KV 120/240 1P

®
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PROPOSED CONSTRUCTION (LOCATION)
REPLACE OVER LOADED PRI XFMR-D

XS BONNIE BEACH PL & 2ND ST
EAST LOS ANGELES CA 91754
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